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Mr. John Grantham
State of Washington
Department of Ecology
Nuclear & Mixed Waste Program
P. O. Box 47600
Olympia, WA 98504-7600

Date: October 14, 1993

Reference: Hanford Waste Vitrification Plant
DOE Contract DE-AC06-86RL10838
Fluor Contract 8457

0040195 ^

FLUOR DANIEL, INC. 9

Transmittal No.: WDOE- 673

Dear Mr. Grantham:
TRANSMITTAL

We enclose 2 copy of the items listed below. These are issued per US-DOE request.

Response due to Fluor: N/A
Responds to: A170 PACKAGE

NUMBER REV DATE TITLE

DCN - #0102 0 10/07/93 DCN TITLE:
TOB OIL TRANSFORMER SPEC REV.

"RELEASED FOR CONSTRUCTION"

xererence: rir-iz47, rur-ooi
Distribution:
R. L. Long: DOE-RL, w/0
TWP/AME Corresp Cntrl Cntr, MSIN A5-10
(A170 PACKAGE), w/0
P. Felise, WHC-RL (MSIN G6-06), w/1
Environmental Data Management Center
(MSI17 fib -08), w/1
D. Duncan, US EPA, Region X, w/0

Very truly yours,

1
67 

9920 \

OCT 1993 ^^^ 	 RS. Poulter

oject Director
x	 '^	 11
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DCN - 0102

DCN TITLE

TOB Oil Transformer Spec Rev.

REV 0	 PAGE 1 OF 7

DATE INITIATED

8/31/93

PACKAGE NO.

A170

4 FLUOR DANIEL

US DEPARTMENT OF ENERGY
HANFORD WASTE VITRIFICATION PLANT

DESIGN CHANGE NOTICE

CAUSE OF

Add neutral terminal, ground buses and nameplate to the transformer. Revise data 	 CHANGE:

sheets to incorporate the above changes.	 q Field Change Request
q Supplier Disposition
q Deficiency Repo rt

® Design Development
® Change Request
q Other

CR-975
Initiating Document(s)

FOR LIST OF AFFECTED DOCUMENTS, SEE SECTIONS 6 AND 7.

ARE ANY OF THE FOLLOWING AFFECTED?

WAPA ® NO q
QUALITY LEVEL I ® NO q
SAFETY CLASS 1 OR 2 ® NO q
SYSTEMS ANALYSES ® NO q
MULTI-DISCIPLINE ® NO q

DCN Evaluated bv: Svstems _

REQUREDBYI-	 COMMENT$/SIGNATURE/DATE

Others

O riginator
	

Engineer
	

Date

Project Man Bement	 Late
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PE STAMP REQUIRED? q NO Pd YES
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Date
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COMMENTS:

05/17/93
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DCN - 0102

PREPARED BY: P.

DISCIPLINE ENGINEER:

B-595-C-A170-
16320

FLUOR DANIEL

US DEPARTMENT OF ENERGY
HANFORD WASTE VITRIFICATION PLANT

DESIGN CHANGE NOTICE

REV I DISCIPLINE	 I PKG. NO. I PAGE

0	 Electrical	 A170	 2

Date:

Date:

	

NO	 DOCUMENT NAME YIN

	

0	 Pad Mounted Transformer	 Y

PAGE

4, 5, 6
Attachment
A, Page 1

Attachment
B, Page 1

This section references affected items such as P&IDs or calculstionstanalyses, but they are generally not included in DCN package.

DOCUMENT SHT/ REV
NUMBER	 PAGE NO	 DOCUMENT NAME	 DESCRIPTION OF CHANGE

N/A

05/17/93
P:\8457\DCNS\102 - 2
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2.1.3	 The transformer shall be equipped with dead front elbow type lightning
arresters.	 The lightning arresters shall 	 be rated 18 kV,	 15.4 kV
Maximum Continuous Operating Voltage (MCOV), 95 kV	 and shall
be in accordance with NEMA LA-1.

2.1.4	 Low-voltage secondary terminations shall consist of REAstu 	 e
secondary bushings with spade terminals sized to accept up to (3)
750 M611 -kcmil conductors perAbase and (3) 750 MCM—kcmil conductors
for neutral.	 The neutral bushing shall be provided with a 	 round
stra	 for	 roundin	 the s ade terminal to the tank well.	 It1r:

abc^xma	 pt ►tr	 ed fnr	 ; ^anduc sirs
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FLUOR DANIEL	 U.S. DEPARTMENT OF ENERGY DESIGN CHANGE N0110E
HANFORD WASTE VITRIFICATION PLANT

DESCRIPTION OF CHANGE BASE DOC. No. Al 70-16320

Add neutral terminal, ground buses and nameplate to the transformer.
Revise data sheets to incorporate the above changes. SHT/PG. 4	 REV 0

DISCIPLINE Electrical

PREPARED BV: R McCaughey DATE 8/31/93

DcN - 0102

REV

0

PAGE

3DISCIPLINE ENGINEER: DATE: 9 /- 93

05/17/93
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2.1.10.2	 A permanent stainless steel nameplate shall be located on the inside
of the low-voltage compartment door. 	 The nameplate shall	 be in
accordance with NFPA 70 and ANSI C57.12.00, Table 9, Nameplate "C".
The nameplate shall WI	 indicate	 transformer winding conductor
material and transformer serial number.

:
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FLUOR DANIEL	 U.S. DEPARTMENT OF ENERGY DESIGN CHANGE NOTICE
HANFORD WASTE VITRIFICATION PLANT

DESCRIPTION OF CHANGE BASE DOC. NO. A170-16320

Add neutral terminal, ground buses and nameplate to the transformer.
Revise data sheets to incorporate the above changes. SHT/PG. 5	 HEV.	 0

DISCIPLINE Electrical

PREPAREDBY. P McCaughey DATE: 8/31/93

DGN- 0102

REV

0

I PAGE

4DISCIPLINE ENGINEER:	 / .DATE:F_/— U

05/17/93
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2.1.12.8
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EXPIRES

FLUOR DANIEL	 U.S. DEPARTMENT OF ENERGY
	

DESIGN CHANGE NOTICE
HANFORD WASTE VITRIFICATION PLANT

DESCRIPTION OF CHANGE	
BASE DOC. NO. Al 70-16320

Add neutral terminal, ground buses and nameplate to the transformer.
Revise data sheets to incorporate the above changes.	 SHT/PG. 6	 REV. 0

DISCIP LINE. Electrical

PREPAREDBY. R McCaughey	 DATE: 8/31/93	 REV PAGE

DISCIPLINE ENGINEER:	 —	 /	
DATE: 9-/— %3 DCN - 0102	

0	 5

05/17/93
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ATTACHMENT A "' "" " - 
	 ."" 'A

DATA SHEET DS-1

E.	 Low Voltage Terminations

4.	 Incoming	 Size =	 &E
Conduits	 No.	 =

5.	 Cable Terminations	 No. Per P.N.A.".0. 0	 3
Cable Si

F.	 High Voltage Terminations

10. Cable Terminations	 No.	 Per
Cable Siie	 #1/0

y'U 11474j?
i -Z4

t\-n'

FLUOR DANIEL	 U.S. DEPARTMENT OF ENERGY DESIGN CHANGE NOTICE
HANFORD WASTE VITRIFICATION PLANT

DESCRIPTION OF CHANGE
BASE DOC. No. Al 70-16320

Add neutral terminal, ground buses and nameplate to the transformer.
Revise data sheets to incorporate the above changes. SHT/PG. Attach. A	 REv.	 0

DISCIPLINE: Electrical

PREPARED BY. P. McCaughey DATE: 8/31/93

DGN - 01 02

REV0 PAGE

6DISCIPLINE ENGINEER: DATE: W-fr

py-^

0)9.3

05/17/93
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FLUOR DANIEL	 U.S. DEPARTMENT OF ENERGY DESIGN CHANGE NOTICE
HANFORD WASTE VITRIFICATION PLANT

DESCRIPTION OF CHANGE BASE DOC. NO. At 70-16320

Add neutral terminal, ground buses and nameplate to the transformer.
Revise data sheets to incorporate the above changes. sHriPG. Attach B.	 REV.	 0

DISCIPLINE Electrical

PREPAREDBY: P. McCaughey DATE: 5/3193

DCN — 0102

REV

0

PAGE

7DISCIPLINE ENGINEER: DATE:	 _/
3

05/17/93
P:\8457\DCNS\102 - 7


	1.TIF
	2.TIF
	3.TIF
	4.TIF
	5.TIF
	6.TIF
	7.TIF
	8.TIF

